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July 25, 2012	 RE: CUYAHOGA COUNTY
CITY OF BEDFORD WWTP
COMPLIANCE EVALUATION INSPECTION
NPDES PERMIT NO. OH0024040
OHIO EPA PERMIT NO. 3PD00005

Henry Angelo, City Manager
Bedford City Hall
165 Center Road
Bedford, OH 44146

Dear Mr. Angelo:

On June 13, 2012, this office conducted an inspection of the wastewater treatment plant
(WWTP) serving the City of Bedford. The facility was represented by Mr. Jon Turk, Assistant
Superintendent. During the course of the inspection, evaluations were conducted of the
treatment processes, effluent discharge quality, laboratory, and biosolids management.

NPDES Permit Status
The NPDES permit for this facility was issued effective on April 1, 2009 and will expire on July
31, 2013. Per the Tinkers Creek TMDL report, the NPDES permit contains a water quality
trading requirement in Part 1 C for Phosphorus.

Facility Description
The current NPDES permit authorizes an average daily discharge of 3.2 MGD from the facility to
Wood Creek at river mile 1.27. The current treatment system consists of bar screens and
comminutors, grit removal, primary clarification, trickling filters, secondary clarification, rapid
sand filtration and UV disinfection. Phosphorus removal is achieved through the addition of
ferric chloride. The off-line flow equalization basin is used to divert and store excess
wastewater flows during wet weather events.

Sludges from the primary and secondary clarifiers are combined and diverted to a gravity sludge
thickener. Thickened sludge is transferred to a primary and secondary digester operated in
series. The digested sludge is dewatered in a belt filter press and hauled off-site, i.e. PPG Lime
Lakes, for proper disposal.

The facility includes two internal treatment system bypass locations where wastewater can be
diverted around required treatment operations: the flow equalization (EQ) basin overflow
(Station 602) and diversion around the rapid sand filters at the lift station (Station 603). Both
bypasses tie in ahead of the permitted final effluent discharge at Outfall 001.

Please be advised that the diverting or bypassing of wastewater from any portion of the
treatment facility is prohibited and must be reported as an unauthorized discharge in
accordance with Part Ill, items 11 and 12, of your NPDES permit. This includes notification by
email or telephone and confirmation in writing. Sampling must occur during bypass events.
Future NPDES renewals will require the City to conduct a comprehensive analysis of all feasible
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alternatives necessary to eliminate the EQ basin bypass at the treatment plant and any
overflows in the collection system.

Inspection Findings/Compliance Status
At the time of the inspection, the following observations and comments were noted:

• Overall, the general operation and maintenance of the treatment plant appeared to be
satisfactory. A visual observation of the plant effluent revealed no signs of floating
debris, oil & grease, or foam in the discharge.

• The new Trojan UV 3000 system was in operation. The unit replaced the former
chlorination system.

• Some of the primary settling tank weirs appear to be in need of future replacement.

• The EQ basin rehabilitation project was ongoing. While initially intended to be off line for
a period of 10 weeks, recent communication with GPD Associates has indicated a
possible delay in returning the basin to active use until the end of July - early August.
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Discharge Monitoring Reports
Discharge monitoring reports (DMR), received by Ohio EPA for the period, June 2011 —June
2012, were reviewed for compliance with the final effluent limitations and monitoring
requirements of the NPDES. Violations of the NPDES permit at Outfall 001 are listed in
Attachment A. Bypasses at Station 602 are listed in Attachment B.

Additionally, the review noted the following:

Method Detection Limits (MDLs) are being reported as "0" for the following parameters:
Copper, Nickel, Zinc, Lead, Chromium, and Hex. Chromium. The facility must
immediately begin reporting the appropriate laboratory MDLs for the respective
parameters.

• Since the facility no longer uses chlorine for disinfection, the data substitution code "AH"
may be utilized in lieu of testing. The chlorine testing requirement will be removed from
the permit at the time of permit renewal.

Part Ill, item 12, of your NPDES permit requires the permittee to provide notification and a letter
of explanation outlining the actions taken, or to be taken, to correct all instances of
noncompliance. Within 10 days of the date of this letter, please submit a written response to
this office addressing all deficiencies cited above.

Please be advised that any violations referenced herein are subject to appropriate enforcement
actions pursuant to Chapter 6111 of the Ohio Revised Code. Such actions can result in the
imposition of fines of up to $10,000 per day of violation.

If you should have any questions, please contact this office at (330) 963-1196.

Respectfully,

Ernielindo Gomes
Environmental Engineer
Division of Surface Water

EG/cs

Attachments

cc:	 Jason Milani, Superintendent, City of Bedford (w/attachment)
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WWTP Fl nalE]li t Violations Summary
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Repoited

602	 Bypass Volume	 MGAL	 6/21/2011	 0.408
602	 Bypass Volume	 MGAL	 6122/2011	 0.001
602	 Bypass Volume	 MGAL	 8/14/2011	 0.128
602	 Bypass Volume	 MGAL	 8/1512011	 0.122
602	 Bypass Volume	 MGAL	 914/2011	 8.066
602	 Bypass Volume	 MGAL	 918/2011	 0.038
602	 1 Bypass Volume	 MGAL	 9110/2011	 1.043
602	 Bypass Volume	 MGAL	 9/21/2011	 0.191
602	 Bypass Volume	 MGAL	 9122/2011	 0.133
602	 Bypass Volume	 MGAL	 9/26/2011	 0.356
602	 Bypass Volume	 MGAL	 9127/2011	 0.001
602	 Bypass Volume	 MGAL	 9/3012011	 0.17
602	 Bypass Volume	 MGAL	 10/1/2011	 0.668
602	 Bypass Volume	 MGAL	 101212011	 0.067
602	 Bypass Volume	 MGAL	 10/3/2011	 0.065
602	 Bypass Volume	 MGAL	 10/13/2011	 0.001
602	 Bypass Volume	 MGAL	 10115/2011	 0.033
602	 Bypass Volume	 MGAL	 10119/2011	 0.88
602	 Bypass Volume	 MGAL	 10/20/2011	 0.056
602	 Bypass Volume	 MGAL	 10/21/2011	 0.015
602	 Bypass Volume	 MGAL	 10/26/2011	 0.03
602	 Bypass Volume	 MGAL	 1012712011	 0.479
602	 Bypass Volume	 MGAL	 11/14/2011	 0.354
602	 Bypass Volume	 MGAL	 11/15/2011	 0.015
602	 Bypass Volume	 MGAL	 11/22/2011	 0.461
602	 Bypass Volume	 MGAL	 11/23/2011	 0.314
602	 1 Bypass Volume 	 MGAL	 11/2712011	 0.381
602	 Bypass Volume	 MGAL	 11/28/2011	 0.461
602	 Bypass Volume	 MGAL	 11129/2011	 0.551
602	 Bypass Volume	 MGAL	 11(30/2011	 0.333
602	 Bypass Volume	 MGAL	 12/5/2011	 0.362
602	 Bypass Volume	 MGAL 12/612011	 0.345
602	 Bypass Volume	 MGAL	 12/21/2011	 0.543
602	 Bypass Volume	 MGAL	 12/22/2011	 0.43
602	 Bypass Volume	 MGAL	 12/2312011	 0.002
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Attachment 8 Bedford WWW F

sotiortPararn*r
602	 Bypass Volume

602	 1 Bypass Volume
602	 Bypass Volume
602	 Bypass Volume
602	 Bypass Volume
602	 Bypass Volume
602	 Bypass Volume
602	 Bypass Volume

Reported

MGAL	 1/17/2012
MGAL	 1123/2012
MGAL	 112612012	 0.579
MGAL	 1/27/2012
	

0.396
MGAL	 2/29/2012
	

0.343
MOAL	 3/15/2012
	

0.003
MGAL	 311712012	 0.305

0.003


