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September 11, 2012

Dan Miller, Plant Operator
United Rotary Brush Co Inc.
20078 State Route 4
Marysville, OH 43040

Re 	 United Rotary Brush Co Inc.
NPIDES Permit 41M001 021 i.wi IcI'!
Semi-Public CEI
Union County
Votice •

Dear Mr. Miller:

On August 27, 2012, a Semi-Public CEI was conducted at the United Rotary Brush Co
Inc. Present for the inspection were you, the operator, and myself of the Ohio EPA,
Central District Office, Division of Surface Water. The purpose of the inspection was to
evaluate compliance with the terms and conditions of your NPDES permit and to
evaluate the operation and maintenance of the plant.

1. Attached are compliance tables between August 2011 and August 2012. Of note
are the frequency code violations in August 2011 and the missing Data
Monitoring Report (DMR) in January 2012. The August 2011 DMR includes a
comment that the samples were taken in September 2011. I do not have any
record of the September 2011 sampling being submitted. Please submit DMRs
for the missing data Failure to submit the requested information may
result in enforcement.

2. The mixed liquor was blackish/brown and slightly odorous. I recommend that
you contact the Compliance Assistance Unit (CAU) to improve operations.

3. The surface of the water in the clarifier was turbulent. It appeared to be caused
by the returned activated sludge line having a leak. Please provide a schedule
outlining when the repairs will be made.
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Attached is the inspection checklist. A response is requested by October 1, 2012.
You can contact Mark Stump at (614) 644-2028 for arranging for CAU help. If you have
any questions or comments concerning the enclosed inspection report, please contact
me at (614) 728-3846 or email at cole.miIler©epaohiogov.

Sincerely

Cole Miller
Environmental Specialist
Compliance and Enforcement Unit
Division of Surface Water
Central District Office

cc: Cole Miller



NPDE Compliance Inspection Report
- A-	 fA-L	 Vt

Permit#	 LNPDL	 Jjsp	 r yp	 pctor	 Fir ty ypr:

41M00102	 0H0121304	 I	 S	 2

Inspection Date Entry Time 	 J Exit Time	 i Notice of Violation	 Compliance
Significant Non-

8/27/2012	 8:30 AM	 900 AM	 Yes	 No

t
Name and Location of Facility Inspected	 Permit Ethictive Date

8/1/_̀007
United Rotary Brush Co Inc	 Permit Expiration Date

7/31/2012
Name(s) and Title(s) of On-Site Representatives	 Phone Numbers

Name and Title of Responsible Official 	 Phone Number
Dan Miller, Plant Operator 	 (937) 645-4513

SECTION C AREAS EVAL UAIED OURNG NSP ECTtON
Key: S Satisfactory, M Marginal, U Unsatisfactory, N Not Evaluated

Missing January 2012 DMR and most samplingU NPDES Compliance	 information from August 2011
U	 Operations & Maintenance	 The clarifier surface is turbulent.
S	 Facility Site Review
N Collection System
S Flow Measurement
S Receiving Waters
N Laboratory

Comments:

WI
ir

 J.AJ% LL
Cole Miller, Inspector 	 Date	 Erin Sherer, Reviewe	 Date
Compliance & Enforcement 	 Compliance & Enforcement Supervisor
Division of Surface Water 	 Division of Surface Water
Central District Office	 Central District Office



August
August

August
August
Au2ust
August
Auqust

Pc
2011
2011
2011
2011
2011
2011
2011
2011
2011	

-

Summary
Permit Effluent Limit Violations: 0
Permit Effluent Code Violations: 0
Permit Effluent Frequency Violations: * 9
Compliance Schedule Violations: 0

Frequency
Parametev	 Samp'e_Fraqu.';

- Total Suspended Solids 	 1/Quarter	 -
- Nitrogen, Ammonia (NH3 	 1/Quarter
-	 Fecal Coliform	 1/Quarter	 -

	

COD 5 day	 1/Quarter	 -
— Chlorine, Total Residu 	 1/Quarter	 -

pH	 1/Quarter
Dissolved Oxygen	 1/Quarter

	

Odor, Severity 	 1/Week

	

Flow Rate •	 1/0ev

0	 8/1011
-	 0	 8/112011

0	 8/1/2011
-	 0	 8/1 /201 11,

0	 8/1/2011
0	 8/1/2011
0	 8/1/2011
0	 8/15/2011
0	 8/31/2011

*The facility has I missing data report.

Requir'd Report'
LS tat ion	 Period	 DMR Recovd

001	 January 2012 I	 No



Flow Data for United Rotary Brush Co Inc between 8/1/2011 and 8/1/2012

Date 	 (GPD)

	

912012011	 1890

	

911412011	 100

	

2/27/2012	 1195

	

Lt 9/13/2011	 300

	

101512011	 210

	

10/712011	 210

	

10/13/2011	 210

	

11/1 /2011	 210

	

11/14/2011	 210

	

11/29/2011	 210
verage flow Rate	 188



eIod c>f fio, ,-, VV nrrj. I Based on water
y	 i4	 jrçs frir o l ani ,, 	Visual

y 

Type of Preliminary Treatment? Tr,,
Yes No

Does the unit require pumping or cleaning? 	 Ill f X
Maintenance of preliminary treatment is satisfactor y?	 rg J

Comments/Status: The system was pumped out in March 2012.

- - --IuIIIIIIIII]
(T r. cr f /ft.:

Aeration is taking place
Blowers are operational

-Skimmers are operational
Diffusers are operational
Sludge return is operational
Overall maintenance satisfaci

Dark brown! -	 -

X	 Plant is eptic	 iit X
X LI Blowers are on a timer

	 iu
X LII Plant is flooded
	

NN
X El Grating is present

	 I.
X fl Foam oresent?
	 •iwi

Maintenance of aerating equipment is adequate.

Comments/Status: The mixed liquor was slightly black with a slight odor. I recommend
contacting the Compliance Assistance Unit to optimize operating procedures.

[SECTION F. CLARIF1ERS

Clarity of water toppinq weir 	 I Turbulent

Weir IS clean?
	

III
Weir is in good condition (i.e., level, free of corrosion, etc.)?

	
III

Is effluent present in weir channel?
	

111
Is the sludge blanket visible?
Do the clarifier walls need scraping? 	 AM
Is sludge settling properly?
Overall maintenance of the clarifier is satisfactory? 	 Im

Comments/Status: The surface of the clarifier was turbulent. The turbulence was most
evident at near the return activated sludge line so it is likely that there is an air leak. I
recommend contacting the Compliance Assistance Unit.



I-WI

Subsurface/U pfiow
Beds alternated
Beds raked
Chlorination present
Dechlorination ores

III
-U.

Elm:
-I.

ii ••:r	 -

Surface sand filters:
Distribution box operational
Are filters pond ing/flood ing
Sand filters overgrown
UV present
Overall maintenance salisfacto

I
Frequency of cleaning 3 months between switching.
Fixed media upkeep: N/A

Comments/Status: There were some weeds present in the sand beds but they were
minimal.

-EcrioN ft SLUD•(i 

Sludge is periodically wasted from what component? )	 Aeration basin
disposal contractor?	 Drain Pro

Sludge disposal location?	 N/E
Yes No

Does the WWTP have sludge drying beds?1 El	 X
Does the WWTP have a sludge holding tank?	 ILI	 X
Is the maintenance on the sludge handling unit adequate? N/A 	 I ElLI

Comments/Status: Most of the plant was pumped out in March 2012. Wasting of sludge
is commonly wasted frequently in small quantities to get the excess biomass out of the
system. It is recommended that package plants waste 5% a week of solids according to
the Operation of Wastewater Treatment Plants created by the California State
University - Sacramento. Please contact the Compliance Assistance Unit if you have
questions on operations.



'110 NI: 	
r

Ce	 1rTt Lrdhrk11r	 I	 t.ot

Has toe Operator of_<ecora submitted ar ikL Notification form?
Copy of certificate of Operator of Record displayed onsite?*
If a Staffing Reduction plan has been approved, are the stipulations of the
plan being met?
Operator of Record
Minimum operator staffing requirements fulfilled (OAC 37457)?
Log hook kept unsite (in an area protected from weather)?
rj h.ri

lo flLrj r4
2	 a a	 I I	 -. no

? PeratCr required bi OAC : 3747
Daily lecord of ooeieto ar!d n srers cc acdvties dr	 :dng peate..
marenece recirs and reoues:1 fo enc i is pc:res	 tici! cci

LaDorator rosuds Wrfless documented on dench shees,de
rtification of person rrakng cntres

Has the Operator of Record submitted written notifications to the
permittee, Ohio EPA and, if applicable, any local environmental agencies
when a collection system overflow, treatment plant bypass or effluent limit
violation has occurred
Locibook Format	 ComDuter loa	 I Bou

Comments/Status: The operator is a Class A in training,

x

#xx__

x
x

x

___ x
x
x

[sEcno N1 J:LA	 isiAiE

Discharge point is:_
Discharge is visible:
Name of discharge point:
Marker present:
Quality of effluent:
Contract Laboratory:

Field tile
No
Phelps Run
N/A______
Clear -
Belmont Lab

Comments/Status: The sample is taken from the post-aeration tank because flow
infrequently discharges to the field tile.


