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John R Kaslch, Governor
Mary Taylor, U. Governor
Scott. J. Nally, Director

Re: Notice of Violation
Ashland County
Coburn Incorporated
NPDES Permit

October 12, 2012

Mr. Chuck Zimmerman, President
Coburn Incorporated
636 County Road 30-A
P.O. Box 147
Hayesville, Ohio 44838

Dear Mr. Zimmerman:

On September 20, 2012, an inspection was made of the wastewater treatment facilities serving
Coburn Incorporated located at 636 County Road 30-A, Vermillion Township, Ashland County.
At the time of the inspection, all major treatment units were in operation.

The color of the mixed liquor in the aeration tank appeared weak. It should ideally appear a
dark chocolate color; at the time of the inspection it was much lighter. Heavy white foam was
also present floating on the surface of the aeration tank. One of the dechlorination tablet
feeder tubes was full of tablets. The tablets in contact with the water had become saturated
and swelled. This will prevent fresh tablets from moving down the tube. We recommend that
only the required amount of tablets to last between visits by the certified operator be placed in
the feeder.

A review of the discharge monitoring reports submitted to our office for the months of March
through August 2012 revealed several violations of the limits in your National Pollutant
Discharge Elimination System (NPDES) permit. A printout of the violations is included for
your reference. Your facility is currently in significant non-compliance (SNC) with the limits
contained in your NPDES permit.

A facility becomes in SNC when it exceeds the effluent limit for four or more months in two
consecutive quarters or exceeds the effluent limit significantly in any two months during two
consecutive quarters. Achieving compliance with Ohio's environmental laws is a primary focus
of Ohio EPA in order to reduce risks to public health and welfare.
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Before we initiate enforcement action, we would like to work with you to achieve satisfactory
progress to bring this facility back into compliance.. Within 21 days of the date of this letter,
please submit, in writing, the actions that you propose to undertake in order to return your
facility into compliance with your NPDES permit. You will also need to give us a timetable for
these actions that does not extend past January 31, 2013. These actions and timetable may
also be submitted by email to me at waiter. ariss(epa.state. oh. us. It would be best to consult
with your operator while preparing your response to our office.

If you wish to meet with us to discuss this matter, please contact me within 10 days of
receiving this letter in order to set up a meeting.

If you have any questions, please contact me at 419-373-3070.

Sincerely,

Walter Ariss, P.E.
Environmental Specialist II
Division of Surface Water
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Enclosures

PC: Kevin Dean, Dean's Backflow Service

ec: Tracking
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OPERATION AND MAINTENANCE INSPECTION

	

•	 WWTPS LESS THAN 25,000 GPD 	
NPDES Permit No. J' i2 )Q/ '7

Facility Name (/LV(L J—	 - Expiration Date

Facility Address	 (2I	 - Date	 Tim e 1OQ am K)

City	 _County	 Township

Name and Address of Owner

Person Contacted_____________ Owner Phone___________________
Flow: Design _'5 2	GPD	 present$3 /Q GPD (meteredf!1ed)

Trib. Pop. 	 - estimated) Weather at time of inspectiorc Temp

OEPA Personnel	 ç	 District NWDO

1.	 Plant Effluent - Mark Severity No.

No.	 ColorNo.	 Se
Des

0 None
I	 Mild
2	 Mode
3	 Seric

No.	 Turbidity	 No,	 Odor

Clear	 )C None

Lioht Solids	 Musty

2.. Effect of effluent on Receiving Stream Name:

a. Plant has 	 excellent	 )ci1.. good	 	 fair 	 poor operation
b. Plant has 	 excellent	 >	 good 	 fair 	 poor maintenance
c. Sand filters have	 excellent _ç	 good	 	fair	 _____ poor maintenance

d. Not operating at expected efficiency due to:

(1) hydraulic overload
(2) organic/ solids overload
(3) personnel inefficiency
(4) equipment failure
(5) wastes
(6)

1
Disinfection: (Required May I thru Oct.31.)

IN	 OUT
Chlorination Tablets
Dechlorination Tablets
uV

Yes No

4.	 jj Compliance with NPDES Perrni	 ...
I	 N	 Parameters:

Periodic Violations	 ?

Chronic Violations 2
Adequate plant safety

Operation and Maintenance Service 	 Name

Frequency of Visits
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