
John R. Kasich, Governor
Mary Taylor, It. Governor
Scott J. Nally, Director

Re: Richland County
M&D Real Estate
NPDES Permit

October 12, 2012

Mrs. Shelly Fisher
M&D Real Estate Investments
1862 Westover Court
Mansfield, Ohio 44906

Dear Mrs, Fisher:

On September 20, 2012, an inspection was made of the wastewater treatment facilities serving your property
located at 4732 Lincoln Highway, Springfield Township, Richland County. At the time of the inspection, all major
components of the treatment system appeared to be operating normally. The operator's log was reviewed and
found to be adequate.

During the inspection, it was observed that one of the aeration blower/motors was operating. The other unit was
not on, but was spinning backwards. This condition typically indicates that the check valve in the air supply line
has failed. This valve should be replaced. The failure of this valve is allowing compressed air produced by the
operating blower to vent into the atmosphere versus being sent into the aeration tank. Problems were also
observed with the chlorine and dechlorination tablet feeder tubes. The tablets in the bottom of the tubes that were
in contact with the water had fully dissolved; however, the full tablets above had not fallen down. The tablet
feeder tubes need to be pulled out of the tank and checked periodically to be sure fresh tablets are falling down to
the bottom of tube as the ones below dissolve. Please see the enclosed pictures.

Our office has received your discharge monitoring reports for the months of February through August 2012. A
review of the data submitted revealed two violations of the limits contained in your National Pollutant Discharge
Elimination System (NPDES permit). Both of the violations were for exceeding the pH limit in the February
sampling.

A copy of our completed inspection report has been enclosed for your review. if you have any questions please
call me at 419-373-3070.

Sincerely,

Walter Ariss, P.E.
Environmental Specialist II
Division of Surface Water

/jlm
Enclosures	 -
pc: Lonnie McGhee, McGhee's Technical Water Service Inc.
ec:	 Tracking
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OHIO ENVIRONMENTAL PROTECTION AGENCY
OPERATION AND MAINTENANCE INSPECTION

WffrPS LESS THAN 25,000 GPD NPDES Permit No._______________

Facility Name /1g J2/	 Expiration Date	 Zi? //4
Facility Address /7 ?2 	 [Date 	 Time	 2am /45i

City	 County,	 _ Township__________________

Name and Address of Owner
Person Contacted	 Owner Phone_____________________

Flow: Design __•GPD	 Present -2V7- GPDestimated)

Trib. Pop.	 (actual estimated) Weather at time of inspection:

OEPA Personnel	 A4,	 District NWDO

1.	 Plant Effluent Mark Severity No.

Effect of effluent on Receiving Stream Name: 4N-tf,_£c-'-i,-xi,'-_ e-4
No.	 Severity	 No.	 Turbidity	 No.	 Odor	 No.	 Color

3.	 a. Plant has 	 excellent	 /	 good 	 fair 	 poor operation
b. Plant has _________ excellent 	 good 	 fair 	 poor maintenance
c. Sand filters have ______excellent 	 c	 good 	 fair 	 poor maintenance

d. Not operating at expected efficiency due to:

(1)	 hydraulic overload
(2 _____organlcl solids overload
3 ______rersonnel inefficiency
4 -______equipment failure
5	 wastes
6

Disinfection: (Required May I thru Oct.31.)
IN	 OUT

	

X	 Chlorination Tablets
_____	 )•	 Dechlorination Tablets' P

u.v.

• Compliance with NPDES Permit .. .. 	 .. .,•.-	 -..	 .•.	 . -.
N	 Parameters:

Periodic Violations >( 

Chronic Violations

Adequate plant safety

Operation and Maintenance Service 	 Name

Yes No

4.X

5.

6.>(

Frequency of Visits
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Facility Name: ,4Ff? yQjç4/

Process	 # Units	 Unit	 If Needed .. Description and Comments

Trash Trap	 Pumping Frequency:p

Preliminary	 Grease Trap	 Pumping Frequency:

Bar Screen

Comminutor

Flow Equalization

Aeration	 Plant Timer	 y	 N	 r-yGle Time:
O1	 /o1'ecEquipment	

x Motor! Blower Unit ri 
Secondary	 CoIor

Treatment Aeration Tank
Adequate Aeration: 	 N -

-
Clarifier	 Jtr	 CJ

Final Settling Sludge Return	 ln.,>i. Out,
Surface Skimmer	

In	 Out
Fixed Media Clarifier

Tertiary
Surface Sand Filter 	 -A 4F/LeI b4 vet-

(X
Treatment	 Polishing Pond

-	 Other

Disinfection	
y	 Chlorine Tube Feeder 	 /4 L//5	 izkr

Dechlorination Tube Feeder
A i A

Ultraviolet (UV)

Elapsed Pump Time
Flow Metering

	 4	 /
Recorder (continuous total)

Raw Wastewater (type)
Pumps

Sludge 	

Sand Filter Effluent Dosing

Aerated Storage Tank

Sludge Drying Bed

Municipal POTW
Sludge
Disposal 

Land Application

AdvaricV	
_-_ Post Aeration

Spray Irrigation

Other	 -.
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M&D Real Estate 9-20-12: Pictures by Walter Ariss, OEPA NWDO-DSW
Chlorine and Dechior tablet feeders, no tablets in contact with the water.
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