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COMPLIANCE EVALUATION INSPECTION

NOTICE OF VIOLATION

L63 4 11!I iJ'I

Mr. Shantanu Pahi
Clean Harbors PPM, LLC
1672 East Highland Road
Twinsburg, OH 44087

Dear Mr. Pahi:

On January 30, 2013, a site inspection was conducted at the above referenced facility at 1302 West
381h Street, Ashtabula City, Ashtabula County. The inspection was conducted by John Schmidt of
this office. Michael Mearini, Superintendent from the Ashtabula City WWTP, also accompanied Ohio
EPA on the inspection. You represented Clean Harbors PPM, LLC (Clean Harbors) during the
inspection. The purpose of the inspection was to evaluate the facility's storm water drainage at the
site for potential upgrades and compliance status with respect to the terms and conditions of the
facility's National Pollutant Discharge Elimination System (NPDES) permit, The last compliance
inspection was conducted on April 25, 2012.

Storm Water Management
Storm water management includes water from building footer drains and runoff from paved areas of
the facility formerly used to store transformers. Waste is collected in a series of yard drains and
sumps and is collected at the catch basin adjacent to the east driveway apron which is then pumped
to a portable frac tank, When the tank nears capacity, the treatment system includes pumping the
water through a series of 1 micron filters then a 0.5 micon filter, then to another frac tank. Waste
water is stored in the frac tank located on the west side of the building (TT 2) until tested. If testing is
acceptable, it is discharged to a yard drain located on the west side of the building. The yard drain
flows into the storm water system located along West 38th Street, which discharges to Strong Brook.

Plant Sanitary Waste Water Treatment:
Plant sanitary wastes are conveyed to the Ashtabula City sanitary wastewater plant located
northeast of the Clean Harbors facility for treatment and are not a part of this NPDES permit.

Observations and Notations
The following observations and notations were made during the inspection:

1. Clean Harbors continues to accept a token amount of PCB materials at this facility to keep
its TSCA permit active. Although the facility ceased acceptance of off-site materials for PCB
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removal in August 2009, a single drum of material is still transported to this location. Drums
labeled PCBs containing spent filters, tank cleanouts, and production tools were noted
inside the building. Another drum is labeled trichloroethylene.

2. During the inspection, the sump area adjacent to the east driveway apron was noted as
overflowing, with untreated water from Clean Harbors cascading over the sidewalk and into
West 38 Street storm water system. The storm was noted as brief (under 30 minutes) and
not uncommon. When notified of the release, Mr. Pahi indicated that the pump is not
keeping up with the flow and provided booms to contain the overflowing water. Once the
storm eased, the pump was able to keep up. Another pump was being secured from offsite,
as well as additional frac tanks.

3. No materials appeared to be located outside the facility except for the frac tanks on the east
and west sides of the building. The inside of the building was clear of miscellaneous debris
noted in the 2011 inspection except forthe drums noted in observation 1. No transformers or
other electrical equipment appear to be present at the site, although Mr. Pahi acknowledged
that uncovered tractor-trailers containing transformers and other electrical equipment have
parked in the east parking lot, while often these tractor trailers are kept inside the building.

4. Although water was overflowing, the treatment system was not connected together or
operating at the time of the inspection. The general operation and maintenance of the
wastewater treatment system is unknown.

5. The design flow of the PCB treatment wastewater treatment plant is 63,000 gpd.

6. No discharge was noted in the manhole due to lack of the system operating. The discharge
is into a blue-green PVC pipe within the manhole which flows north to West 38th Street.

7. During the inspection, questions arose as to how the waterflows to the catch basin adjacent
to the east driveway apron, and it became clear that onsite personnel were not familiar with
the sources of all piping in manholes and catch basins.

NPDES Permit Compliance Review
A review of the electronic discharge self-monitoring reports (eDMRs) received by Ohio EPA for the
period March 1, 2012 through January 1, 2013 indicates that there are no effluent, reporting, or
compliance violations. However, it should be noted that the current permit expires on December 31,
2012, and that pursuant to Part Ill of your permit, a renewal application must be received by Ohio
EPA no later than 180 days prior to the expiration of your current permit. Therefore, a renewal
application must be received no later than July 1, 2013.

Noted Violations and Recommendations
1. Unauthorized Discharges-. During the date of the inspection, an unauthorized discharge was

observed. Pursuant to Part Ill, Item 12 of your permit, Clean Harbors immediately notified the
Ohio EPA hotline of the discharge following this inspection. However, Ohio EPA notes that
observations made by Ashtabula City Sanitary Department personnel on January 17, 2013
were not reported by Clean Harbors to Ohio EPA. Ashtabula City has been monitoring the
storm sewer system downstream of the clean Harbors facility and noted intermittent levels of
PCBs in sediments recovered from catch basins downstream of the West 38th Street facility.
At a minimum, the facility must be inspected during all precipitation events and personnel
present during any events, such as thawing, that have the potential to provide significant
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water to accumulate at the sump. Clean Harbors must provide a noncompliance notification
all future events where there has been a release of untreated or partially treated storm water
to Ashtabula's storm sewer system.

2. Duty to Mitigate: Part Ill, Item 14 of your permit requires you to take all reasonable steps to
minimize or prevent any discharge in violation of your permit. On the January 30, 2012
inspection, the system was overflowing, yet the treatment system was not connected and
operating. The system must be substantially upgraded to ensure that untreated wastewaters
do not leave the site. As a part of the January 30, 2012 noncompliance notification, Clean
Harbors acknowledged that a new design for the treatment system is currently being
developed that will incorporate additional safety measures and include additional pumping
capacity. In addition, Clean Harbors has submitted a soil sampling plan to U.S. EPA under
the TSCA program to identify levels of PCBs remaining at the site.

Please provide a schedule of when Ohio EPA can expect a permit-to-install (PTF) application
that will address these issues. The system should be designed to ensure that there is no
release from a 25-year, 24-hour storm event. A schematic of the system must be readily
available to onsite personnel and all pipe sources in all catch basins, sumps, and manholes
known. Please be aware that if Clean Harbors resumes the acceptance of materials for any
onsite treatment, Ohio EPA may require a more robust storm water treatment system.

Please inform this office, in writing, within 30 days from the date of this letter as to the
actions that have been or will be taken to correct the above violations. Your response should
include the dates that the actions have been or will be completed. Please be advised that
past or present issues of noncompliance can continue as subjects of future enforcement
actions by Ohio EPA.

If you have any questions or comments regarding this inspection, please feel free to contact me at
(330) 963-1175.

Respectively,

John M. Schmidt P.E., R.S.
Environmental Engineer
Division of Surface Water

J MS/cs

cc:	 Michael Mearini, City of Ashtabula WPCF

File: industrial/Clean Harbors, PPM LLC /pc
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