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John R. Kasich, Governor
MaryTaylor, Lt. Governor
Scott J. Nally, Director

Re:	 Notice of Violation
Hardin County
Green Hills Coach Park WWTP
Ohio EPA Permit No. 2PY00041
NPDES Permit No. OHOI 26918

February 27, 2013

Mr, Robert E. Gossard
Green Hills Coach Park
16244 State Route 68 South
Kenton, Ohio 43326

Dear Mr. Gossard:

On February 13, 2013, Ryan Gierhart and I conducted an inspection of the wastewater treatment facilities serving
Green Hills Coach Park. The wastewater treatment plant (WWTP) is located at 16244 State Route 68 South,
Kenton, Ohio, Hardin County. The main objectives of the inspection were to introduce myself to you and become
acquainted with the facility as well as to discuss what steps you have taken to return to compliance. At the time of
the inspection, all major treatment units were in operation.

A review of the self-monitoring reports that are submitted under the National Pollutant Discharge Elimination
System (NPDES) permit for Green Hills Coach Park shows that this facility is in significant non-compliance (SNC)
for the following parameters at outfall number 001: Nitrogen, Ammonia. I am enclosing a list of violations for the
period of January 1, 2012, through December 31, 2012.

A facility becomes SNC when it exceeds the effluent limit for four or more months in two consecutive quarters or
exceeds the effluent limit significantly in any two months in two consecutive quarters. Achieving compliance with
Ohio's environmental laws is a primary focus of Ohio EPA in order to reduce risks to public health and welfare.

We understand that you have contracted with Ron Polen and have plans to add seed to the aeration tank when
the weather will allow. You have also requested assistance from Ohio EPA's Compliance Assistance Unit. It is
important to remember that your facility needs to return to compliance by July 1, 2013. If the violations continue
to occur, escalated enforcement action will be taken.

Our completed inspection report is enclosed for your records. If you have any questions, please contact me at
(419) 373-3006.

Si erely,

Peggy B. Christie
Division of Surface Water

/jlm
Enclosures
ec:	 Inspection Tracking

Northwest District Office o 347 North Dunbridge Road Bowling Green, OH 43402-9398
www.epa.ohio.gov (419) 352-8461 • (419) 3528468 (fax)



State of Ohio Environmental Protection Agency

NPDES Compliance Inspection Report

ermit #
	

NPDES#
2PY0004 I

r Name and Location of Facil
Green Hills Coach Park
16244 State Route 68, South
Kenton, OH 43326

Name(s) and Title(s) of On-Site
Robert Gossard

Name(s), Address and Title(s) of
Robert Gossard
Green Hill Coach Park
16244 State Route 68 South
Kenton 43326

Name, Address and Title of Re
Robert Gossard
Green Hill Coach Park
16244 State Route 68 South
Kenton 43326

Section

S I Permit

y(ear. Inspection Type Inspector Facility jyj
(2013	 C

LB Facility

	

Entry Time	 Permit Effective Date

1:00 p.m.	 711/2011

	

Exit Time	 Permit Expiration Date
	1:45 p.m.	 6/3012016

tat yes	 Phone Number(s)
419-675-2460

of Record	 PhoneNumber(s)
419-675-2460
(937) 354-3701

(at the hardware store)

PhoneNumber
419-675-2460

Official

N I Flow Measurement

)fl

Di Evaluted	 _____
Pretreatment

Self-Monito
Other

NI Loperations & Maintenance
lvi Facility Site Review
N 1 Collection System

Effluent/ReceivingWaters
Sludae Storaqe/Disposal

Section b: umrny___of	 necessary)

Aeration tank had a good color, but was thin/watery. Operator was 'boiling" the clarifier to stir up the
bottom. No tertiary treatment is installed. Operator has contracted with Ron Polen for assistance with
compliance and has invited OEPA's compliance assistance group.
Final effluent to receiving stream was not located during the inspection.

pectór ..	.	 Qh.IpEPIRevie.wer

D
Date	 Thomas Poffenbarger, P.E. 	 Date

Water Quality Engineer Il/Unit Supervisor
Division of Surface Water

i Northwest District Office

.1	 0h1

Peggy1Mstie
Division of Surface Water
Northwest District Office



Effect of Effluent on Receiving Stream - Name: 	 Not evalua ted2

OHIO ENVIRONMENTAL PROTECTION AGENCY

OPERATION AND MAINTENANCE INSPECTION
WWTP'S LESS THAN 150,000 GPD

NPDES Permit No.....PY00041______

Facility Name_Green .. Hills Coach Park 	 Expiration Date 	 June 30, 2016

Facility Location	 16244 State Route 68 South 	 Date 02/13/13	 Time 1:30 pm

City Kenton 	 County Hardin ...	 Township Buck

Name of Owner Robert E. Goddard 	 Owner Phone	 7354-3701 fat the Store)

Person Contacted Robert E. Goddard 	 Operator of Record _ Robe rt E. Goddard

Flow: Design	 2000	 GPD	 WWTP Classification: X A or

Trib. Pop.  	 (actual -estimated) Weather at time of inspection:Cold/Cloudy

OEPA Personnel: Peggy hristio and Ryan Gierhart 	 District

1.	 Plant Effluent Mark Severity No. 	 J4

None	 Mild	 T	 I Moderate	 j Serious

3.	 a. Plant has 	 excellent __________ good 	 i," fair 	 poor operation
b. Plant has 	 excellent 	 good	 7 fair 	 poor maintenance
c. Sand filters have	 excellent 	 good 	 fair 	 poor maintenance-

Not operating at expected efficiency due to:

Disinfection: (Required May I thru Oct. 31)

(1) hydraulic overload
(2) organicfsolids overload
(3) personnel inefficiency
(4) equipment failure
(5) wastes

IN	 OUT

Chlorination Tablets
Dechlorination Tablets
Ultraviolet (U.V.)

Yes No

4. 	 /Compliance with NPDES Permit - Time Podod: /	 to / /51 bi
Y	 N	 Parameters:

Periodic Violations . j	__. c

Chronic Violations	 .Jt4J241 Arncna_.

5
	

0 & M logbook kept and available on site: Location

6,	 Staffing Requirement Met (Class A - 2 days per week for minimum 1 hour per week)
(Class I	 3 days per week for minimum 1.5 hours per week)

7. 	 Adequate Plant Safety: Deficiencies
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Facility Name: Green Hills Coach Park

Process 	 # Units	 Unit	 If Needed - Description and Comments
Preliminary	 I	 Trash Trap	 Pumping Frequency; once a year

Grease Trap	 Pumping Frequency

Bar Screen

Cornminulor

Flow Equalization

Aeration	 2	 Plant Timer	 X Y	 N	 Cycle Time: 22 hours on/ 2 hours off
Equipment

Motor / Blower Unit
Secondary	 1	 Color: Light brwr. Thin
Treatment	 Aeration Tank

Adequate Aeration Y X	 N
1	 Operator was Boiling" the clarifier to

Final Settling	 Clarifier	 help prevent sludge from going septic on
the bottom

Sludge Return
In	 Out X

Surface Skimmer
InOut X

Fixed Media Clarifier

Tertiary Treatment	 Surface Sand Filter

Polishing Pond

Other

Disinfection	 Contact Tank
Not being used/off season

Chlorine Tube Feeder

Dechlorination Tube Feeder

Ultraviolet (UV)

Flow Metering	 Elapsed Pump Time

Recorder (continuous total)

Pumps	 Raw Wastewater (type)

Sand Filter Effluent Dosing

Sludge Handling	 Aerated Storage Tank

Sludge Drying Bed

Sludge Disposal	 Municipal P01W

Landfill

Land Application

Advanced Treatment 	 Post Aeration

Spray Irrigation

Other
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Su	 for Green Hills Coach Park Ltd
it

Dissolved Oxygen	 4
Nitrooen. Ammonia	 3

Total Suspended Solids	 I
CBOD 5day	 2
Chlorine, Total Residu	 1

4
	 4

5
3
I
	

011/Quarter
111 /Quarter

Ii O 1/Quarter



Green Hills Coach Park Limit Violations 1/1/12 through 12/31/12

Parameter	 Limit Type	 Lint	 Val ue	 Date

Dissolved Oxygen	 1D Conc	 5.0	 3.4	 3/27/2012

Nitrogen, Ammonia (NH3 	 30D Conc - 3.7	 19.2	 6/1/2012

Nitrogen, Ammonia (NH3	 30D Qty	 0.03	 .05614	 611/2012

E. ccli	 30D Conc	 161	 10000,	 611/2012

Nitrogen, Ammonia (NH3 - 7D Conc 	 5.5	 19.2	 6/22/2012

Nitrogen, Ammonia (NH3	 7D Qty	 0.04	 .05814	 6/22/2012

E. coli	 7D Conc	 362	 10000.	 6/22/2012

Dissolved Oxygen	 ID Conc	 5,0	 1.	 6/26/2012

Total Suspended Solids	 30D Conc	 30.0	 31.	 8/1/2012

Nitrogen, Ammonia (NH3	 30D Conc	 3.7	 13.7	 8/1/2012

Nitrogen, Ammonia (NH3	 30D Qty	 0,03	 .0363	 8/1/2012

CBOD 5 day	 30D Conc	 25.0	 28.	 8/1/2012

E. coIl	 30D Conc - 161	 10000.	 8/1/2012

Dissolved Oxygen	 1D Conc	 5.0	 4.8	 812812012

Chlorine, Total Residu 	 ID Conc	 0.019	 .08	 8/29/2012-

Nitrogen, Ammonia (NH3	 30DConc	 11.0	 19.8	 -	 12/1/2012

Nitrogen, Ammonia (NH3 	 30D Qty	 0,08	 .08993	 1211/2012

CBOD 5 day	 i30D Conc	 25.0	 57.	 12/1/2012

CBOD 5day	 30D Qty	 0.19	 .25889	 12/1/2012

Nitrogen, Ammonia (NH3	 7D Conc	 16.5	 19.8	 12/15/2012-

CBOD 5 day	 7D Gonc	 40.0	 57.	 - 12/15/2012

Dissolved Oxygen	 1D Conc	 5.0	 2,5	 12/18/2012



Significant Non-Compliance (SNC)
Green Hills Coach Park. 2PY00041

	

	 1/1/2008 1/1/2013
4 Months # Months

Period	 Period	 Station	 Parani	 Parameter	 Max	 Sijnif
County	 Exceed

Start	 End	 Code	 Code	 Name	 Exceed Exceed
(2)

Nitrogen,
Ammonia

7/1/2012 1/1/2013 Hardin	 1	 1100610	 [(NH3)	 1	 2703	 21	 2


