
John R. Kasich, Governor
Mary Tayor, It. Governor
Scotti. Nally, Director

Re:	 Erie County
Berlin Industrial Park
NPDES Permit No.2PR00211

March 14, 2013

Mr. Don Rodwancy, Owner
AutoGate
P.O. Box 50
Berlin Heights, Ohio 44814

Dear Mr. Rodwancy:

On March 7, 2013, an inspection was made of the sewerage facilities serving Berlin Industrial Park. In
general, both operation and maintenance appeared fair. At the time of my visit, all major treatment
components were in operation and a slightly turbid final effluent was observed in the contact tank. The
surface sand filters were ponded due to a loss of solids. The southeast corner of the sand filter was
leaking and needs repaired. National Pollutant Discharge Elimination System (NPDES) permit
discharge monitoring reports are being received in a timely manner and a review of data indicated only
one ammonia violation that occurred during the June 2012 quarterly sampling period.

Your NPDES permit includes references to operator certification rules that require visits two days/week
for a minimum of one hour/week, and record keeping provisions that require visits and maintenance to
be documented in a logbook that must be kept on-site for Ohio EPA review. I did not find a logbook
available. I notified your operator that he needs to begin keeping a log that must be maintained in a
weatherproof enclosure at the wastewater plant site. Please notify me when this is completed.

I intend on making a follow up inspection this summer. Please find enclosed our completed inspection
report. If you have any questions, please call me at (419) 373-3020 or email at
rick.zuzik@epa.ohio.gov .

inca ely,
-

Ria AZuzik;MSE
Division of Surface Water

/jlm
Enclosure
PC:	 Erie County Health Department

Dan Wood, Operator of Record
ec:	 Tracking
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OHIO ENVIRONMENTAL PROTECTION AGENCY

OPERATION AND MAINTENANCE INSPECTION
W\NTPS LESS THAN 150,000 GPD

NPDES Permit No.l

Facility Name	 1	 Expiration Date	 73115
Facility Location 7Q	 Five- 	 Dale 3- 	 Time	

C)LL20L
city	 county	 Township

Owner Phone  

Person Contacted 	 Operator of Record

Flow Design	 15C)() GPD 	 1P ClassiOcation: 	 or_i

Trib.	 actual -	 Weather at time of inspection: Tam p0

OEPA Personnel	 District NWDO   

1.	 Plant Effluent Mark Severity No.

No.	 Severity
Description

0	 None	 1
Mild

2	 Moderate
3	 Serious

I Extreme

Turbidity	 Odor	 Color

- _Colorless

Juht Solids

Black

2. Effect of Effluent on Receiving Stream - Name: 	 be. r 	 (lire j(

I None	 Mild	 Moderate	 I	 I Serious

3. a. Plant has 	 excellent 	 good	 fair 	 poor operation
b, Plant has 	 excellent 	 good	 fair 	 poor maintenance
c. Sand filters have	 excellent 	 good	 fair 	 poor maintenance- N/A

Not operating at expected efficiency due to:

(1) hydraulic overload
(2) organic/solids overload
(3) personnel inefficiency
(4) equipment failure
(5) wastes
(6)

Disinfection: (Required May 1 thru Oct. 31)

IN	 OUT

Chlorination Tablets
Dechlorination, Tablets
Ultraviolet (U.V.)

4.  7
No

 Compliance with NPDES Permit - Time Period:

N	 Parameters:
Periodic Violations 	 3-

Chronic Violations

VZO & M logbook kept and available on site: Location

Staffing Requirement Met (Class A - 2 days per week for minimum 1 hour per week)
(Class I - 3 days per week for minimum 1.5 hours per week)

Adequate Plant Safety: Deficiencies

5

6.

7.

to
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FBCU ty N rn:j jj jji	 I

If Ne e-	 pticn and C-ornm
Preliminary	

/	
Trash Trap	 Purnpng Frequency

Greae-e Trap	 rmpin; Fraquncy

Bar teen

Flc,w Equalzalbn

AertDn	 Plant Timer	 2(	 N	 Cyde Time-:
Equipment	

2	 Mohr I Bk'er Unit
Seccnthry	 CDr j) /,
Treabnent	 J	

Aeratic,ri Tank	
teAeraIinnYN

Anal Setthng	 /	 1arier	 IY 1/r'

/	 Sludge Reliim
In	 Out

/	
Sur/ara Skimmer	

In
Fixed Media Clarifier

TeryTreatrient	 Surface Sand Filter

hing Pcrid

)
Contact lank

fbrine Tube Feeder

Dethlcairiation Tube Feeder

Utravir4et (IJV)

FlowMeteAng	 Elapeed Pump Time

Rorder (nfinuous total)

Pumps	 Raw Weatewater (type)

Sand Altar Emuant Ding

Sludge Handling 	 Aerated Storage Tank

Sludge Drying B-ad

Sludge bispmal	 Municipal P01W

Landfill

Lend Application

Advanced Trealt,-ent	 Poet Aeration

Spray IrTigalion

Other
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