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State of Ohio Environmental Protection Agency

Southwest District Office

NPDES Compliance Inspection_Report
Section A: National Data System Coding

NPDES#	 Month/Da IYear Inspection
0H0041891	 2/28/2013	 C

r-	
Section E3: Fac il ity Data

Name and Location of Facility Inspected 	 Entry Time	 Permit Effective Date
Wilmington Water Treatment Plant 	 920AM	 3/1/2009Wilmington Water Department
1142 Prairie Avenue	 Exit Time	 Permit Expiration Date
Wilmington, Ohio 45177	

11:15AM	 5/30/2013

Name(s) and Title(s) of On-Site Representatives 	 Phone Ns)_
Jerry Rowlands, Water Department Manager 	 (937) 382-3614

Name, Address and Title of Responsible Official	 Phone Number
Larry Reinsmith
Services Director 	 (937) 382-6509
69 North South Street
Wilmington, Ohio 45177

Section C: Areas Evaluated During Inspection
-	 (S = Satisfactory , M= Margina l , u = Unsat i sfactory, IN = Not Evaluated,
M Permit	 S Flow Measurement	 N Pretreatment
S Records/Reports	 M Laboratory	 N Compliance Schedule
S Operations & Maintenance	 S Effluent/Receiving Waters 	 S Self-Monitoring Program
S Facility Site Review	 S Sludge Storage/Disposal	 S Other
N 1 Collection System

Section D: Summary of Findings (Attach additional sheets if necessa

Please see attached.
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Section E: Perm i t Ver i ficat i on

Inspection observations verify the permit 	 M

(a)Correct name and mailing address of permittee ..................
(b)Flows and loadings conform with NPIDES permit. .................
(c)Treatment processes are as described in permit application ...

(d)All discharges

(e) Number and 

-permitted ...

. :. 
IStorm
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Section F: Compliance

(a)Any significant violations since the last inspection .....................
(b)Appropriate Non-compliance notification of violations... ... ^_ zr ----

(c)Permittee is taking actions to resolve violations ........................
IIM!ll1

	 ... N/AJschedule II
(g) Has biomonitoring shown toxicityi1&!

Comments/Status:

A compl iance check was run from 2/1/2011 to 2/1/2013 and no violations were found The NPDES
renewal was not submitted until February 21, 2013, which is less than the 180 days prior to the permit
expiration date, as required in the permit. This constitutes a violation.

Section G: Operation & Maintenance
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The plant and both buildings on site are run by the generator.

How often is the generator tested under load ..............
•EveryAweek.

(b)Which components have an alarm system available for power or

N/A.

(c)All treatment units in service other than backup units .............. 	 Y
^d') What method is used for scheduling routine & preventative

maintenance  IP	 •
3nce man is onsite full time. Weekly checks are run, C 

^ips3ed (Check Up Program — RCAP program).

(h)Any' I- "Splant.

Section H: S l udge Management

(a) Method of Sludge Disposal... 	 Land Application
EiHaul to Another NPDES Permitee
LiHaul to a Mixed Solid Waste Landfill
ElOther

(b) Has amount of sludge generated changed significantly since the
last inspection	 .............,	 N

(c) How much sludge storage is provided at the plant........................
960 dry tons were removed in the fall.

(d)Records kept in accordance with State and Federal law (5 years

(e)Any complaints received in last year regarding sludge ................. N
(f)5/8" scree n at headworks for facilities 'that land apply sludge ........ N/A

(g)Are sludge application sites inspected to verify compliance with

NPDES permit

(h) Is a contractor
I	 IWIMVIMIIMFIIIi 1.11 1 IIIIiI



Midwest Compo

Section i: Self-Monitoring Program

Flow Measurement:
(a) Primary/Secondary flow measuring devices (e.g. weir with

ultrasonic level sensor):
impeller in pipe,

(b) Flow meter calibrated annually ..................................... ....... 	 N

(c) Flow measurement equipment adequate to handle full range

There is also a meter located on the dilution line. The meters are direct read.

Section 1: Self-Monitoring Program (cont)

(a) Sampling location(s) are as specified by permit .............. 	 Y
(b) Parameters and sampling frequency agree with permit .............	 Y

(see GLC page)
(d) Monitoring records (i.e., flow, pH, DO) maintained for a minimum

of three years including all original strip chart recordings
(i.e, continuous monitoring instrumentation, calibration and

Section 1: SelfMonitoring Program (cont)
Laboratory:



General
(a) Does the Quality Assurance Manual contain written Standard

Operating Procedures (SOP's) for all analysis performed onsite ..... N

• Procedure
• Calculations

• Maintenance

• Title
•	

Ii	
Application

• Summary
• Sample Handling and

Preservation
• Interferences	 • Corrective Action
• Apparatus and Materials	 • Reference (Parent Method)
• Reagents

Note: Standard Methods 1020A establishes that "Quality assurance (QA) is the
definitive program for laboratory operation that specifies the measure required to
produce defensible data of know precision and accuracy. "Standard operating
procedures are to be used in the laboratory in sufficient detail that a competent
analyst unfamiliar with the method can conduct a reliable review and/or obtain
acceptable results." SOPs should be developed for each analytical procedure.

•alternate
£1approved

 ..	 .. procedures

(e) Analyses being performed more frequently than required by permit.
(f) If (e) is yes, are results in permittee's self-monitoring report ..........

(see score from GLC page)

Section J: Effluent/Receiving Water Observations

Outfall lillY
Outfall Description: Outfall contains effluent from the lime sludge lagoons as well
as raw water which is added to meet pH limits. A storm drain from Lowes Dr.
also ties in above the discharge point. Effluent looked clear, no stream issues



Section K: Multimedia Observations

( -Are there  i. - S S sloppy housekeeping

(b) Do you notice staining or discoloration of soils, pavement or floors.. N
(c) Do you notice distressed (unhealthy, discolored, dead) vegetation.. N
j_.. yousee unidentified 1 	 I. from

(e) Do you notice any unusual odors or strong chemical smells .......... N
(f) Do you see any open or unmarked drums, unsecured liquids, or

i.lI. S- . containment facilities...


