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June 18, 2013	 RE: MEDINA COUNTY
CHATHAM TOWNSHIP
CHATHAM TOWNSHIP COMMUNITY CENTER
(FORMERLY CHATHAM ELEMENTARY)
CEI
NPDES NO. 3PT00092

Chatham Township Board of Trustees
P0 Box 99
Spencer, OH 44275
Attn: Charles Siman, Chairman

Dear Mr. Siman:

A compliance evaluation inspection (GEL) was conducted May 21, 2013, on the wastewater
treatment plant (WVVTP) serving the Chatham Township Community Center building, located at
6306 Avon Lake Road, Chatham Township, Medina County. The Inspection was conducted by
this writer, of the Ohio EPA.

The purpose of the Inspection was to evaluate the WWTP's operation and maintenance
condition, and to evaluate its compliance with its National Pollutant Discharge Elimination
System (NPDES) permit to discharge (No. 3PT00092).

It is noted that the WWTP also serves a church, a VFW Hall, and two residences. The last CEI
on the WWTP was January 10, 2012.

At the time of the May	 inspection, the following observations were made:

1) The trash trap was in use, and contents were typical. No pumping of the trash trap
was needed

2) Contents of the aeration tank were well aerated, and were light grayish brown in
color. The return sludge line was operating, but only returning a trickle of clear water
from the settling tank to the aeration tank.

3) Air is provided to the aeration tank by one of two blower/motor combinations. Both of
the blower/motors were operational, but one was missing the metal weights used on
the high air pressure relief valve. The high air pressure relief valve, which did have
the metal plates present, was operational when tested.

4) Contents of the settling tank were gray in color, and a thick mat of scum/solids was
floating on the surface of the settling tank water. The settling tank skimmer was not
operating, and the effluent trough was clean and free of solids. At the time of the
inspection, only a slight trickle of clear water was discharging over the Vnotch weir
of the trough.
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5) Both of the pumps in the sand filter dosing station were set in the 'AUTO' mode, and
were operational when tested manually. The high water level alarm was operational
when manually tested.

6) The north cell of the surface sand filters was dosed when the pumps were manually
tested. Both the north and south filter cell contained a short growth of vegetation,
and had a slight deposition of solids. The sand in both filter cells should be
cleaned of solids and vegetative growth, and the sand raked level.

7) The tablet chlorination and tablet dechlorination units were in the disinfection tank.
Both units are two tube units, and both units contained all tubes, tube caps, and the
necessary tablets Contents of the disinfection tank were slightly turbid.

8) The aerated sludge holding (ASH) tank was well aerated, and was approximately
half-full of medium brown sludge.

A review of the electronic Discharge Monitoring Reports (eIDMR's) submitted to the Ohio EPA
for the Chatham Township Community Center \N\NTP, for the period of January 1, 2012,
through May 1, 2013, found the following effluent limit numeric violations for the facility:

CHATHAM TOWNSHIP COMMUNITY CENTER
NPDES NO. 3PT00092

NUMERIC EFFLUENT VIOLATIONS
(JAN. 1, 2012 MAY. 17 2013)

Reported	 Violation
'Reporfing Period 	 Parameter	 Limit pe	 Limit	 Value	 Dato
March 2012	 Total Suspended Solids	 30D Conc.	12	 24.	 3/1/2012

March 2012	 Nitrogen, Ammonia (NH3-N)	 30D Conc	 3.0	 3.5	 3/1/2012

March 2012	 Total Suspended Solids	 70 Conc	 18	 24.	 3/22/2012

August 2012	 Chlorine, Total Residual 	 1D Conc	 0.019	 .08	 8/28/2012

March 2013	 Total Suspended Solids	 30D conc	 12	 20.	 3/1/2013

March 2013	 Total Suspended Solids	 7D Conc	 18	 20.	 3/8/2013

As of December 1, 2010, ownership of the facility was transferred from the Cloverleaf School
System, to the Chatham Township Board of Trustees. The NPDES permit name was also
changed from Chatham Elementary School, to Chatham Township Community Center.

An Operator of Record (ORC) Certification Form (ORC EPA Form 5121) was submitted to Ohio
EPA on August 14, 2012, indicating Matthew Berry (Class Ill Wastewater Operator) is the ORC
for the Chatham Township Community Center WWTP.

The operator's hardbound logbook was found and inspected. The contents of the logbook were
minimal, and did not contain all the necessary information as outlined in OAC 3745-7-09 (A).
Please review the referenced Ohio Administrative Code, Chapter (3745-7-09) for necessary
information.

The above WWTP maintenance I repairs should immediately be made, and the plant kept
in good operational condition.
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If there are questions or comments regarding the contents of this letter, please contact this
office.

Respectfully,

1L

Charles E. Allen
Environmental Engineer
Division of Surface Water

CEAIcs

cc:	 Steve Mazak, Medina County Health Department


