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John R. Kaskh, Governor
Mary Taylor, Lt. Governor
Scott J. Naly, Director

Re: Ottawa County
South Bass Island
South Bass Island State Park
NPDES Permit

June 25, 2013

Ms. Melissa Taylor, Operations
Ohio Department of Natural Resources
Division of Parks and Recreation
2045 Morse Road, Building C.-3
Columbus, Ohio 43229-6693

Dear Ms. Taylor:

On June 11, 2013, an inspection was made of the sewerage facilities serving the South Bass Island State Park.
In general, operation was good; however, maintenance appeared only fair.

At the time of my visit, all major treatment components were in operation and a clear final effluent was observed
in the contact tank; however, the following components needed attention: the bar screen needed to be cleaned,
the sand filters contained weeds and need to be cleaned and leveled, and post aeration was out of service.

We were recently notified by Mr. Ken Griffith, your Operator of Record, that duo to personnel limitations, he has
been unable to meet the minimum required visits of two/week as indicated in the National Pollutant Discharge
Elimination System (NPDES) permit. This was evident in the above noted deficiencies, and needs to be
addressed before major compliance issues develop.

NPDES permit discharge monitoring reports are being received in a timely manner and a review indicated
bacteria violations in the summer/fall of 2012. This needs to be addressed as the wastewater discharge is
adjacent to the bathing beach. Enclosed is a copy of the violations. Chlorine and dechlorination tablets were
present during this inspection.

Please inform this office in writing within 10 days as to the actions that will be taken to address the maintenance
issues and minimum staffing requirements.

Enclosed is my completed inspection report. I will be making additional visits during the summer season to
observe the plant under midseason operating conditions. If you have any questions, please call me at (419) 373-
3020, or email at	 zuzlkfl9hio.ov.
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OHIO ENVIRONMENTAL PROTECTION AGENCY

OPERATION AND MAINTENANCE INSPECTION
WWTPS LESS THAN 150,000 GPD

NPDES Permit No.	 j P OO -
Fa ci lity Name 5t 13c?SJ /J(__&_____ 	 Expiraon Date

Facility Location-.	 Date	 Time i(m1om

City	 LJJJa	 County . L'^.w cz_ 	Township

Name of Owner	 LfJILfR. Owner Phone	 7
Person Contacted  	Operator of Record

Flow: Design	 _" dUO	 GPD	 \NWTP Classification: 	 or	 I

Trib, Pop. 	 (actual estimated) Weather at time of inspection: Temp

DEPA Personnel	 -.	 District NWDO

Plant Effluent - Mark Severity No.

Effect of Effluent on Receiving Stream - Name: _____ '-,	 1	 .

None	 J Mild	 ^rale

3.	 a. Plant has 	 excellent
b. Plant has 	 excellent
c. Sand filters have 	 excellent

good	 fair 	 poor operation
good '7' fair 

-

poor maintenance
good	 fair 	 poor maintenance- N/A

Not operating at expected efficiency due to:

Disinfection: (Required May 1 thru Oct. 31)

(1)hydraulic overload
(2) organiclsolids overload
(3) personnel inefficiency
(4)equipment failure
(5) wastes
(6)

IN	 OUT

Chlorination Tablets
Dech lorinati on. Tablets
Ultraviolet (U.V)

Yes No

4.	 Compliance with NPDES Permit - Time Period:	 to

Y	 N	 Parameters:
Periodic Violations

Chronic Violations -_____

	&..M logbook kept and available on site: Location /cc4ic/ (r2	 /$/(

Ŝia 	 Requirement Met (Class A - 2 days per week for minimum 1 hour per week)
(Class I .- S days per week for minimum 1.5 hours per week)

Adequate Plant Safety: Deficiencies

5,

6.
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