
John R. ICach, Governor
Mary Taylor, It. Governor
Scott J. Nally, Director

Re: Ottawa County
Toussaint River Marina
NPDES Permit

July 2, 2013

Mr. George Trenchard, Jr.
5624 Nicholson Drive
Hudson, Ohio 44236

On June 18, 2013, an inspection was made of the sewerage facilities serving the Toussaint
River Marina. At the time of my visit, all major treatment components were in operation and a
clear final effluent was observed in the chorine contact tank. There were some weeds in the
surface sand filters that should be cleaned and the sand leveled.

Monthly National Pollutant Discharge Elimination System (NPDES) permit discharge
monitoring reports are being received and indicated only two violations during 2012 and
compliance with all final effluent limits thus far this season.

Your NPDES permit includes references to operator certification rules that contain record
keeping provisions that require visits and maintenance to be documented in a logbook that
must be kept on-site for Ohio EPA review. I did not find a logbook available. I contacted
Henry Biggert, your operator of record, who informed me that a logbook is being maintained
and kept with him, I informed him that he needs to begin storing the logbook in a weatherproof
enclosure on site. Please inform me when this is provided.

Our completed inspection report is enclosed, If you have any questions, please call me at
(419) 373-3020 or email at rick.zuzik(äepa.ohio.qov.
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None Mild Moderate Serious

EllecI -Effluent on Receiving Stream Name:

OHIO ENVIRONMENTAL PROTECTION AGENCY

OPERATION AND MAINTENANCE INSPECTION
WNTPS LESS THAN 150,ODO GPD

Name _Fa614	 'V	

NPDES Perm it No.LL5S
 Expiration Date	 I	 ?	 ______

Facility Location 1S N,  	 Date 18 /3 Time	 Lm

Ctty 	 County  	 Township.........	 o•

Name of Owner	 g_OWnerPhone (33o.) ^50

Person Contacted  	 Operator of Record	 8 /5
Flow. Design 	 GPD	 VANTPClassificationi 	 or -1

Trib. Pop. 	 mat	 Weather at time of inspeon: Temp0

OEPA Personnel	 _____	
UZ1' 	District NWDD

Plant Effluent . Mark Severity No.

3.	 a. Plant has 	 excellent	 good 	 fair	 poor operation
b. Plant has	 excellent 	 good	 fair	 poor maintenance
c. Sand filters have _excellent 	 good	 j-	 fair	 poor maintenance- N/A

Not operating at expected efficiency due to:

Disinfection: (Required May 1 thru Oct. 31)

IN	 OUT

Chlorination Tablets
DechlorinationTa blets
Ultraviolet (U.V.)

(1)__hydraulic overload
(2) organic/solids overload
(3) personnel inefficiency
(4) equipment failure
(5) wastes
(6)

Yes No

4. 	 Compliance with NPDES Permit Time Period:	 to

N	 Paramçters:
Periodic Violations

Chronic Violations

5. & M logbook kept and available on site: Location 	 ) 2I-_C

6. Staffing Requirement Met (Class A 2 days per week for minimum 1 sour per week)
(Class 1 - 3 days per week for minimum 15 hours per week)

7.V	 Adequate Plant Safety: Deficiencies
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