
John R. Kasich, Governor
Mary Taylor, It. Governor

Scott J. Nally, Director

Re: Erie County
Kelleys Island
Island House
NPDES Permit

July 8, 2013

Mr. Jim Seba
21500 N.W. Highway, Suite 1102
Southfield, Michigan 48075

Dear Mr. Seba:

On June 20, 2013, an inspection was made of the sewerage facilities serving Kelleys Island House
Restaurant. This was my first inspection under Franklin Sanitation, your new contract operator. At the
time of my visit, all major treatment components were in operation, and a clear final effluent was
observed in the chorine contact tank. There were chlorine and dechlorination tablets in the tube
feeders.

National Pollutant Discharge Elimination System (NPDES) permit discharge monitoring reports are
being received in a timely manner and a review of last year indicated chronic violations throughout the
season. Enclosed is a copy of the violations to review with the new operators. There were numerous
operation and maintenance issues last year that hopefully are addressed this year by your new
operators. I was informed that the system has been pumped of solids and I noted improved aeration.
There have been no violations reported thus far this year.

Please be aware that chronic NPDES permit violations may subject you to enforcement action by this
agency.

Enclosed is my completed inspection report. I will be making additional visits during the summer
season to observe the plant under midseason operating conditions. If you have any questions, please
call me at (419) 373-3020, or email at rick.zuzikepaohio.qov.
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pc: Erie County Health Department

Franklin Sanitation
ec: Tracking
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Get New bat

Raporinq	 Report  Violation

JcrnutNp Repottmgiuc	 .4on	 Co&	 .trrtType	 Li it	 VUIP6	 Dtt
2FR00078DD_June 2012	 001	 00530	 I Total Suspended Solids 	 liD Conc	 18.0	 56.	 611/2012
2PRD0078DD June 2012	 001	 00530	 Total Suspended Solidsy3	 15897:	 61112012
2PR00078DD June2012 	 001	 00530	 Total Suspended Solids 	 301D Conc i 120	 33	 6/112012
2PR00078*DD ; June 2012	 001i 00530	 .158971	 6/112012
2PR00078DD June 2012 	 001	 006 10	 Nitrogen, Ammonia (NH3L7D_Conc3.0 l 3 l	 6/1/2012
2PR00078DD.June_201210011 00610	 Nitrogen, Ammonia (NH3	 3ODConc 2.0	 i 53	 6/112012
2PR00078 WDD_ ]June 2012	 001  00610 i Nitrogen, Ammonia (NH3 17D Conc.0 	 11 43	 611512012
2PR00078*DDJune 2012 	 60-f-1 00610 1 Nitrogen Ammonia (NH3 !30D Qty 40.015	 01788	 611/2012
2PR00078*DD June 2012	 001	 31648	 E. coIl	 7D Conc	 284	 i 400	 611/2012
2PR00078*DD :June 2012	 i 001	 80082	 CBOD 5 day 	 17D Cons 115.0	 122,	 6/1/2012
2PR00078*DD_ June 2012	 001	 80082	 ICBOD 5dey	 300Conc Tio.o	 14.	 6/1/2012
2PR00078*DDIAugust 2012 	 001	 00530	 iTotal Suspended Solids	 300 Conc 12.0	 152.	 8/1/2012
2PR00078*DD August 2012	 001	 00530	 Total Suspended Soliss 	 7D Cone	 18.0	 152.	 8/2212012
2P78*DDjAuust2012	 001	 1 00530	 l Total S	 Solids	 130D Oty	 0.08	 .43149	 81112012
2PR7*	 August 2012	 001 	 j 00530	 i Total Suspended Solids 	 liD Oty	 :013 	 .43149	 8/2212012
2PR00078DD L ugust 2012	 001	 00610	 Ammonia
2PR00078*DD___tAu 	 2012	 001	 00610Nitrogen,Ammona(NH3j7DConC	 253	 8/2212012
2PR00078*DD lAugust 2012 	 001	 00610	 Ntrogen,Ammoa(NH33Qty_t,	 8/1/2012
2PR00078*DD August 2012	 001	 00610 Nitr .08318	 8122/2012;:
2PR00D78DD August	 001	 80082	 CBOD Sday	 0DCon110	 150,	 81112012.
2PR00078DD_August 2012 	 001	 18OD82 I CBOD 5dey70 Cons 150	 i5a8/22/201
2PR00078*DD 1 Auqust2012	 001	 i8OO82	 CBOD5 day 	 J0.07 - .4542	 1	 8/112012
2PR00078*DD	 ust 2012	 001	 I 80082	 CBOD Sday	 117D0010	 8/2212012
2PR00078*DD i September 2012 00100530	 Total Suspended Solids 	 7D Cons	 18.0	 52.	 911/2012
2PR00078*DDSep tember 2012 1001	 00530	 Totai Suspended Sods	 liD Qty	 10.13	 .14762	 9/112012
2Pk97ppJSeternber 2012 001 -	00530	 TotaL Suspended Solids 	 30D Cons 112.0 	 50.	 911/2012
2PR00078DD i September 2012 001	 1 00530	 Total Suspended Solids 	 70 Cons 118.0	 48.	 9/2212012
2PR00078*DD 'September 2012 001 	 00530	 Total Suspended Solids	 30D

	

Qty	 10.08	 1 .14762	 1	 9/1/2012
2PR00078*DD September 2012 001 	 00610	 Ntrogen, Ammonia (NH3 1 7D Cons	 3.0	 1 32.8	 1	 91112012
2PR00078*13DjSeptember 2012 001	 00610 . I Nitrogen, Ammonia {NH3 j,D Qy .	jU22i 09311	 9/1/2012
2PR0D075DD_ !September 2012 001	 100610	 Nitrogen, Ammonia( H3 j30D Conc0	 12115	 9/1/2012
2PR00078DD September 2012 001 	 00610	 Ndrogen, Ammonia (NHI7DCoc , J 	 9	 9/2212012
2PR00078*DD !September 2012 1001 	 100610	 1 NitAmmonH3l 30D Qt1 0.015	.09311	 9/112012

0078*DD	 tember 2012	 08001	 802	 CBOD Sda,y	 ,j7D Cons	 15.0	 130.	 9/1/20122PR0 
2PR000789JS, ptember 2012 1 001	 80082	 CBOD5day	 j7DQty;0.10	 36904	 9/112012
2PR00078*D0_1Septe j i80082	 çppJpp,ç9nc 10.0	 80.	 91112012
2PR00078TD 1September 2013 001 	 80082 ..j CBOD Sday 	 i7DCoQcJ.0 	 30.	 9/22/2013
2FR00078*DD I September 2012 1 . 00 180082	 CBOD Sday	 300 Oty	 0.07	 .36904	 9/1/2012
2PR00078*DD October 2012 	 1001	 00530	 . Total Suspended Solids300 Cons 12.0 	 66.	 10/112012

ded Solids2PR00078'DD lOstober 2012 	 001	 00530	 19 	!9PJ19_ 66.	 10/1/2012
2PR00078*DDOctober 2012 	 1 001	 00530	 Total Suspended Solids 	 .300 Qty	 1008	 .18736	 101112012
2PR00078*DD October 2012 	 us001	 00530	 Total Suspended Solids 	 iD Qty	 0.13	 .18736	 10/1/2012
2FR00078DD_octhil2 	 10/1/2012
2PR00078DD October 2012	 -0G'1--'-1 00610	 Nitrogen Ammonia (NH3 17D Conc 3.0	 18.42012
20R00078*DD October 2012 7 001	 1 00610 ,	Nitrogen, Ammonia (NH3 1300 Qty 	 10,015	 05223 1 101112012
2PR00078DD October 2012	 1001	 00610	 I Nitrogen Ammonia(NFI3 	 70 Qty 49.022	 .05223 E 101112012
2PR00078DD
2PR00078*DD October2012	 i 00	 180082	 CBOD 5day	 170 Conc 15.0	 54.	 10/112012
2PR00078*DD ,October 2012i001	 180082	 C8OD 5day	 _	 30DQtyJ0	 .15329	 10/1/2012
2PR00078DD October 2012	 001	 1.80082	 I CBOD 5day	 7D QV	 0.10	 15329	 1011/2012



Moderate Serious

Effect of Effluent on Receiving Stream - Name: 	 VI C 2.

(1)	 hydraulic overload
(2)__organicisolids overload
(3)_personnel inefficiency
(4)_equipment failure
(5)	 _______ wastes

IN	 OUT

Chlorination Tablets
Dechlorination. Tablets

- Ultraviolet (U.V.)

OHIO ENVIRONMENTAL PROTECTION AGENCY

OPERATION AND MAINTENANCE INSPECTION
WNTPS LESS THAN 150.000 GPD

NPDES Permit No F	 7 ___

FacilityName 	 Co 	 Expiration Date

Facility Location _j 	 \	 _Date	
IoO

Time	 am

\\a ..S	 Township

Name of Oer,	J(r	 S	 ____________Owner Phone (i )

Peon Contacted 	 Operator of Record 	 frao KIIII_	 LJ

Flow. Design	 ______	 GPO	 VVWTP Classification:	 A or

Tub. Pop. 6	 SViSjfladIr+Oc/ 2acluaI	 Weather at time or inspection: Temp &I1)
OEPA Personnel  	 1  	 District NWDO

Plant Effluent -. Mark Severity No.

3. a. Plant has	 excellent	 good	 fair	 poor operation
b. Plant has	 good	 fair	 poor maintenance
c. Sand filters have	 excellent	 good	 / 	 fair	 poor maintenance N/A

Not operating at expected efficiency due to:

Disinfection: (Required May I thw Oct. 31)

Yes No

4.	 / Compliance with NPDES Permit - Time Period:

Y	 N
Periodic Violations

Chronic Violations

to

Parameters:

i-S S C 5 Ps 4'22La
5./	 0 & M logbook kept and available on site: Location

6.7
	

Staffing Requirement Met (Class A - 2 days per week for minimum 1 hour per week)
(Class I - 3 days per week for minimum 1.5 hours per week)

7.7
	

Adequate Plant Safety: Deficiencies

Page 1
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pratirninsry	
- {

TraF-h Trap	 irnpir Fruency

raae Trap	 mpn Fuery

Bai- Sue--n

Cornmnu±ix

now Ekabon

Plant T)rner	 yN	 Gybe Time:re,
 

C-NDr
Trbneri t	 Aerabon Tank

AdeiteAerabonY	 N

Fine] Sething	 /	 CrIbeI

Sludoe Return

Surhec Skimmer

 

)n
Fixed Metha Clarifier

Tertiary Treatment	 Surt^rs Sand Fitter
SQ. Co

irg Fcrid

Cc*nteN Tank
/ec

Clk'iine Tube Feede

Dethtorinatlon Tube Feeder

Ultiaviotet (LTV)

Flow Metering

	

	 Elapsed Pump Time

_______- Recrtle (omtrnuous total)

Pumpe	 Raw Waste'ater (type)

Sand Fitter Effluent Dosing

Sludge Handling	 Aerated Storage Tank

Sludge Drying Bed

Sludge Diepose)	 /	 MuniNpat PDTW

Lanthil

Land Appbition

Advanrd Treatment	 Poet Aeration

Spray lriioaCion

Dther
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