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July 18, 2013

CERTIFIED MAIL

Mayor and Council
Village of Ansonia
202 North Main Street
P.O. Box 607
Ansonia, Ohio 45303

Ansonia WWTP
1 PB00005*MD

Re: Notice of Violation - Combined Sewer Overflow and Collection System Inspection

Dear Mayor and Council:

On June 18, 2013, Ohio Environmental Protection Agency (EPA) staff members Glen Vonderembse and
with Don DeMange and Tom Welbaum of the Village of Ansonia (Village) to conduct an inspection of t
collection system. This letter focuses on the elimination of the Combined Sewer Overflows (CSOs), the statu.
of the Long-Term Control Plan (LTCP), and the post-construction monitoring (PCM) requirements discussed
the current Village of Ansonia National Pollutant Discharge Elimination System (NPDES) permit (Ohio EF;.,
Number IPB00005*MD).

The Ansonia wastewater treatment plant (WWTP) is a continuous release Waste Stabilization Lagoon ter
with a design capacity of 0,350 MGD, Review of Ohio EPA records indicates that the collection system of ar
originally 95% combined sewers with 10 permitted CSOs discharging to the Stillwater River. A LTCF for thc
Village to completely separate was approved on June 7, 2004. During the inspection, the Village and On.
EPA observed the 10 previous CSO outfalls located throughout the collection system. The Village ndicete•
they have completed the separation projects in the sewer system and have permanently closed the 10 C...
locations. The closure method for each of the eliminated 030 overflows is described in Table 1.

The Village indicated that since eliminating the CSO outfalls, Stations 008, 011 and 012 in the western porti
of the Village have had several reported sanitary sewer overflow (SSO) occurrences. The Village has repo7...
13 SSO occurrences this year to date; no SSOs were reported prior to 2013. Two of the SSG )ocae.
discharge to residential yards and are usually manually pumped to the river for relief; the third 330 dischar
from a manhole next to a ditch that flows directly to the river. The Village indicated they have turned they
efforts towards conducting I/I removal projects to try to remove more clean water from the sanitary system
The Village of Ansonia is in violation of the NPDES permit for failure to prohibit SSOs in accordance with Per.
1, B Station 300 and Part II, Item D.
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table 1. Village Of AnSonta esu tzliminattOfl summary
CSO	 Historic CSO Outfall Location 	 CSO Outfall	 CSO Outfall Elimination Method
Station	 Description 	 Coordinates
003	 south bank of the Stillwater River, Let: 40 N 13 02" 	 Overflow pipe filled with cement

170' east of the Main Street	 Long: 84W 38' 10"
bridge (SR 118)

004	 north bank of the Stillwater River, Let: 40 N 13'00" 	 Overflow pipe filled with cement
170' east of the Main Street	 Long: 84 W 38' 11
bridge

005	 south bank of the Stillwater River, Let: 40 N 13'04"'	 Overflow pipe filled with cement
900' east of the Main Street 	 Long: 84 W 38'02"
bridge

006	 south bank of the Stillwater River, Let: 40 N 13'06" 	 Connection between sanitary and overflow pipe
1550' east of the Main Street 	 Long: 84 W 37'55"	 has been blocked with cement; overflow pipe has
bridge	 not been filled to river

007	 north bank of the Stillwater River, Let: 40 N 13'01" 	 Converted to storm; Connection between sanitary
135' west of the Main Street	 Long: 84 W 38'14"	 and storm has been blocked with cement
bridge

008	 south bank of the Stillwater River, Let , 40 N 13'00"	 Converted to storm; Connection between sanitary
220' west of the Main Street	 Long: 84W 38' 16"	 and storm has been blocked with cement
bridge

009	 south bank of the Stillwater River, Let: 40 N 12' 59" 	 Overflow pipe filled with cement
422' west of the Main Street	 Long: 84 W 38' 18"
bridge

010	 south bank of the Stillwater River, Let: 40 N 12'55" 	 Connection between sanitary and overflow pipe
1075' west of the Main Street 	 Long: 84W 38'25"	 has been blocked with cement; overflow pipe has
bridge not been filled toriver

011	 south bank of the Stillwater River, Let: 40 N 12'55" 	 Converted to storm; clear water observed flowing
1140' west of the Main Street 	 Long: 84 W 38'26"	 from outfall; connection between sanitary and
bridge 	 storm has been blocked with cement

012	 south bank of the Stillwater River, Let: 40 N 12'54" 	 Overflow pipe filled with cement
2150' west of the Main Street 	 Long: 84W 38'39"
bridge next to the Water
Treatment Plant

Maps of the collection system used during the inspection indicate that the CSO Stations 008, 011 and 012
were all located along the interceptor sewer that runs on the south side of the river in the western portion of
the Village. Please provide a written response within 30 days to the increased number of SSO violations that
addresses how future SSOs will be avoided. Also include a description of what additional projects could be
completed to reduce the number of SSOs including, but not limited to, an analysis of the following options:

• upgrading the pumping capacity of the North Lift Station to pump more flow to the lagoons
installing an equalization basin to capture excess flows to prevent future SSOs

• re-routing the flows from the north side of the Stillwater River directly to the lagoons instead of through
the river siphons and the North Side Pump Station
re-opening these OSO outfalls while implementing an aggressive l&l removal program
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Based on the findings of the analysis of options moving forward, the NPDES permit may require modification.
Please be advised that if these violations of the Village of Ansonia's NPDES permit requirements continue to
occur, and if satisfactory progress is not made, escalated enforcement will be recommended to achieve
compliance.

If you have questions or concerns regarding this letter, I can be reached by telephone at (614) 644-2039 or
email at Caitl in. Ruzajpa, state. on. us.

Sincerely,

Caitlin Ruza
Environmental Engineer
Ohio EPA, Division of Surface Water, Central Office

CC'	 Don DeMange - Ansonia Public Works Director
Glen Vonderembse - DSW/SWDO
DSW/CO - File




