
John R. Kasch, Governor
Mary Taylor Lt. Governor
Scott 3, Nay Director

Re: McComb Village VVWTP
NPDES Permit 2PB00002
Compliance Evaluation Inspection
Hancock County

September 9, 2013

Mr. Kevin Siferd
Village Administrator
Village of McComb
210 East Main Street
P.O. Box 340
McComb, Ohio 45858

Dear Mr. Siferd:

On August 28 2013, a National Pollutant Discharge Elimination System (NPDES) permit compliance inspection
was conducted at the Village of McComb's Wastewater Treatment Plant (VVWTP). Ms. Ann Scott with IFM was
present and provided information about the plant.

The inspection included a tour of the facility. Our inspection findings and recommendations are summarized
below.

At the time of inspection, all major components of the wastewater treatment system were in seni$ce. The trickling
filter arms were not moving during the inspection due to a high flow from a rain event earlier in the day. The
clarifiers were grey in color, but the effluent was clear. The UV system was in operation. The final effluent from
the plant was also clear.

Ms. Scott indicated that the Village has contracted with IFM to be at the plant four hours a day five days a week to
fulfill the minimum staffing requirements in the facility's permit. I have received a copy of the plans for the new
plant from our Division of Environmental and Financial Assistance.

We are in receipt of your self-monitoring reports covering the months of February 2013 through July 2013 for the
referenced facility. Our review indicates violations of the conditions of your NPDES permit. The specific
instances of noncompliance are enclosed.

Our completed inspection form is enclosed for you review. If you have any questions, please contact me at 419-
373-3019.

Yours truly,

U
Michelle Mix
Division of Surface Water

/jlm
Enclosures
PC:	 Ms. Ann Scott, IFM
ec:	 Tracking

Northwest District Office • 347 North Dunbridge Road . Bowling Green, OH 43402-9398
www.epa.ohio.gov . (419) 352-8461 (419) 352-8468 (fax)



_____ NPDESCompUance Inspection Report
SECTION A NATIONAL DATA SYSTEM CODING________

Permit #	 NPDES #	 Inspection Type	 Inspector	 Facility Type

2P00002	 0H0026263	 CEI	 S	 1

Inspection Date 1 Entry Time	 Exit Time	 Notice of Violation Significant Non-
_____________ 	 Compliance

8/28/2013	 9: 50 AM	 10:20 AM	 No	 --	 No

-__ SECTION C AREAS___EV&LIJATEDDURING INSPECTION

- Key:S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated

S NPDESCompliance

M Operations&Maintenance
S	 FacilitySiteReview
M CollectionSystem
S FlowMeasurement

N ReceivingWaters

N I Laboratory

Comments:

Michelle Mix, Inspector 	 Date
Compliance & Enforcement
Division of Surface Water
Northwest District Office

/4M 1f/Thomas Poffen arger, E., Reviewer 	 Date
Compliance & Enforcement Supervisor
Division of Surface Water
Northwest District Office



Compliance Data for McComb Village WWTP between 211/2013 to
811/2013

Summary
Permit Effluent Limit Violations: 2
Permit Effluent Code Violations: I
Permit Effluent Frequency Violations: 0
Reported SSO Events: 2

-

	

it-V io lations	 j

Reportrg	 ReportedNioIaton
Period 4Station	 f'araneter	 Limit Tjpe Limit	 1aue	 Date

'March 20131 OOLJ Mercuy, Total (Low Le 30D Co7f 1.3	 10.2	 1I2013l
March 2013 001	 Mercury, Total (Low Le 30D Qty 10..0000 .00002 3/1/201 3

-- -	 Code Violations	 -	 - -	 -

Rpocig	 Reportcdi Violation

	

Period Static-n i Pa meter	 Value	 Date
LJune 201310011	 E. coh -	 AK 16I11120ij

H	 Reportec
Units	 Date	 Value

Lpyernow OccurrenceNoJMonthJ7/10/2O13l 	 2	 j

Flow Data for McComb Village WWTP between 2/1/2013 and 8/1/2013

Date -

	

5/22/2013	 1.119

	

5/20/2013	 1.116
U)

	

5123/2013	 1,116
0-

	

E 5/21/2013	 1.114 -
'	 5/19/2013	 1.111

	

5/18/2013	 1.108

	

'4/11/2013	 0.742

	

17
ID 4/13/2013	 0.696

	

4/12/2013	 0.690

	

7/10/2013	 0.679
l,Average Flow Rate, 0.284

KEY: Y Yes, N - No, N/A - Not Applicable, N/E - Not Evaluated, * Further comment included in attachment
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McComb WWTP 8/28/13
Form Approved

F . GUIDE VISUAL OBSERVATION UNIT PROCESS 	 OiNo. 59-RO035

RATING CODES: S Satisfactory U = Unsatisfdctoty; M Marginal; IN In Operation; OUT = Out of Operation

I CONDITION OR APPEARANCE	 RATING_ COMMENTS
Grounds	 S
Buildings	 S

Potable Water Spp)y Protection
Safety Features

Alternate Power Source	 OUT	 Generator

Maintenance of Collection Systems 	 M
i3yapss	 OUT

Communitor	 IN -

Spyrogester	 IN

Sludge drying beds 	 IN
Disposal of Sludge	 S	 Land application

-

rID

Flow Meter and Recorder 	 IN

• Records	 S

Lab Controls	 S
0	 -	 -

Trickling Filter	 IN	 Arm not moving due to high flows

Clarifier	 IN	 Grey in color

Ammonia Tower

'	 Secondary Clarifier	 EN	 Grey in color, clear effluent

Post Aeration
0)

0?	 -

Effluent	 S	 Clear, no odor

Disinfection System	 IN	 UV, Cleaned twice a week
0)

U

0)
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