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September 25, 2013

John Geller, Utilities Director
Heath WWTP
1287 Hebron Road
Heath, 01-143056

Re Heath WWTP
NPDES Permit 4PC00007/ 0H0025763
Reconnaissance Inspection
Licking County

Dear Mr. Geller:

On September 18, 2013. a Reconnaissance Inspection was conducted at the City of
Heath WWTP. Present for the inspection were Jack Brown and Dan Stofan representing
the City of Heath and myself of the Ohio EPA, Central District Office , Division of Surface
Water.

The purpose of the inspection was to evaluate compliance with the terms and conditions
of your NPDES permit and to evaluate the operation and maintenance of the plant. The
results of the inspection showed satisfactory compliance in all areas evaluated. Please
see the attached inspection report for more details. If you have any questions or
comments concerning the enclosed inspection report, please contact me at (614) 728-
3854 or e-mail at paul.vandermeer@epa.state.oh.us .

Sincerely

Paul L. Vandermeer
Environmental Specialist II
Compliance and Enforcement Unit
Division of Surface Water
Central District Office

C:	 File Copy,
Jack Brown, Wastewater Superintendent

cc:	 Paul L. Vandermeer

Central District Office 50 West Town Street Suite 700 P.O. Box 1049 o Co'umbus, OH 432164049
WCIW C ohio.gnv F 614) 728 . 3778 (614) 728-3898 (fax)
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Notice of	 Significant Non -
Violation?	 Compliance?

lo	 No

Inspection Date
	

Entry Time
	

Exit Time

9/18/2013
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Name and Location of Facility	 ected	 ermitJteDate

Heath VVWIP	 I	 8i-1/2011

719 Licking View Dr.	 Permit Expiration Date
Heath, OH	 7/31/2016

Name(s) and Title(s) of On-Site Representatives
	

Phone Numbers

Jack Brown Wastewater Superintendent
	

(740) 5224802

Name and Title of Responsible Official
	

Phone Number

John Geller, Utilities Director
	 (740) 522-1677

:TOt C / AC CViL CIVI E JUtC tSPE
Key: S = Satisfactory, M = Marginal, U Unsatisfactory, N Not Evaluated

S NPDES Compliance
S Operations & Maintenance
S	 Facility Site Review
S	 Collection System
S Flow Measurement	 Effluent flow meter last calibrated 4124113.

S Receiving Waters
S Laboratory	 Lab now has Droner locibooks for testin q equiDment.

Comments: *Two pump stations permanently eliminated and converted to gravity
sewer. There is a new private business in town offering grease trap maintenance and
services to restaurants and other businesses with some success. This has cut down on
grease problems in the collection system. Two SSOs in July occurred due to an
exceptional rain event (1.75" in 1 hour). These were properly reported and addressed.
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Paul L. Vandermeer, Inspector	 Date
	

Erin Sherer, Reviewer	 Date
Compliance & Enforcement

	
Compliance & Enforcement Supervisor

Division of Surface Water
	

Division of Surface Water
Central District Office
	

Central District Office
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Summar'
Permit L.riuent Limit Violations: 0
Permit Effluent Code Violations: 0
Permit Effluent Frequency Violations: 0
Compliance Schedule Milestones Not Entered 0

How Data for Heath WWTP between 11/1/2012 and 911/2013

Date	 Flows (MGD)

	

7/9/2013	 3.520

	

7/2212013	 3.450

	

7110/2013	 3.210
	7/23/2013	 3.090

7/24/2013 - 2.600

	

g 7/11/2013	 2.500

	

3/18/2013	 2.460

	

! 715/2013	 2.360

	

4/29/2013	 2.240	 -

	

718/2013	 2.240
Average Flow Rate	 1.275


